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The Drawings, Specifications and other documents prepared by Clemons, Rutherford & 
Associates, Inc. (CRA) for this Project are instruments of CRA for use solely with respect to 
this Project and, unless otherwise provided, CRA shall be deemed the author of these 
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copyright. The Owner shall be permitted to retain copies, including reproducible copies, of 
CRA's Drawings, Specifications and other documents for information and reference in 
connection with the Owner's use and occupancy of the Project. CRA's Drawings, 
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projects, for documents shall not be used by the Owner or others on other projects, for 
additions to this Project or for completion of this Project by others, unless the Architect is 
adjudged to be in default under this Agreement, except by agreement in writing and with 
appropriate compensation to CRA.
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Gadsden Co EMS Facility

Quincy, FL
GADSDEN CO. BOCCGADSDEN CO. BOCC

NFPA 101 LIFE SAFETY CODE 2024
FLORIDA BUILDING CODE, BUILDING (FBC-B) 2023
FLORIDA ACCESSIBILITY CODE (FACBC) 2023
FLORIDA BUILDING CODE, MECHANICAL (FBC-M) 2023
FLORIDA BUILDING CODE, PLUMBING (FBC-P) 2023
FLORIDA FIRE PREVENTION CODE (FFPC) 2023
NATIONAL ELECTRICAL CODE (NEC) 2023

APPLICABLE CODES:

NFPA 101 TYPE-VCONSTRUCTION TYPE: TYPE V (FBC Chapter 6)

OCCUPANCY (SEPARATED):

BUSINESS - Florida Building Code Sec. 304.1
RESIDENTIAL (R2) - Florida Building Code Sec. 310.4

BUILDING HEIGHT AND AREA:

NUMBER OF STORIES: 1
OVERALL BUILDING HEIGHT: 24'-0" (+/-)
OVERALL BUILDING AREA: 9,015 SF

METHOD OF STRUCTURAL FIREPROOFING OF PROJECT AREA:

SELF PROTECTING:
RATED MEMBRANE ASSEMBLY: 
SPRAYED ON:
OTHER:

RATING:

EXTERIOR WALLS: N/A
COLUMNS: N/A
BEAMS: N/A
FLOOR: N/A 
ROOF: N/A
CORRIDORS: Smoke
NON-BEARING:

CONSTRUCTION MATERIALS:

FLOOR: Conc. Slab
PARTITIONS: GWB/Metal Stud/GWB
EXTERIOR WALLS: Metal Siding/Rigid Insulation/Hat Channel/GWB
STRUCTURE: Pre-Engineered Metal Building

1.  FIRE ALARM CONTRACTOR SHALL SUBMIT SEPARATE PERMIT APPLICATION FOR PLANS REVIEW.
2.  FIRE SPRINKLER SYSTEM CONTRACTOR SHALL SUBMIT SEPARATE PERMIT APPLICATION.

PROJECT INFORMATION

INDEX OF DRAWINGS

Architectural    

NOTES:

OCCUPANT LOAD:

T.01  COVER SHEET
T.02  ABBREVIATIONS & LEGENDS

AS1.0 ARCHITECTURAL SITE PLAN
LS1.1 LIFE SAFETY PLAN
A1.1 FLOOR PLAN
A1.2 ALTERNATE-2 FLOOR PLAN
A2.1 BUILDING ELEVATIONS
A3.1 BUILDING SECTIONS
A3.2 BUILDING SECTIONS AND WALL SECTIONS & DETAILS
A4.0 WALL PARTITION TYPES
A4.1 WALL DETAILS
A5.0 ENLARGED FLOOR PLANS
A6.0 FINISH PLAN
A6.1 MILLWORK PLAN & DETAILS
A7.0 DOOR AND WINDOW ELEVATIONS AND DETAILS
A8.0 REFLECTED CEILING PLAN
A9.0 ROOF PLAN

Structural
S0.1 GENERAL NOTES
S0.2 DETAILS
S0.3 SECTIONS
S1.1 FOUNDATION PLAN
S1.2 SCHEMATIC ROOF FRAMING PLAN

Mechanical
M0.1 HVAC NOTES & LEGENDS
M1.1 HVAC FLOOR PLAN
M1.2 HVAC PIPING FLOOR PLAN
M3.1 HVAC SECTIONS
M4.1 HVAC ENLARGED PLANS
M5.1 HVAC DETAILS
M5.2 HVAC DETAILS
M5.3 HVAC DETAILS
M6.1 HVAC SCHEDULES
M7.1 HVAC CONTROLS
M8.1 HVAC SCHEMATICS

Plumbing
P0.1 PLUMBING NOTES & LEGENDS
P1.1 FLOOR PLAN - SANITARY
P1.2 FLOOR PLAN - PRESSURE
P1.3 FLOOR PLAN - BAY EQUIPMENT
P4.1 PLUMBING ENLARGED PLANS
P5.1 PLUMBING DETAILS
P5.2 PLUMBING DETAILS
P6.1 PLUMBING SCHEDULES
P9.1 SANITARY RISER DIAGRAM
P9.2 PRESSURE RISER DIAGRAM
PG0.1 GAS NOTES & LEGEND
PG1.1 GAS FLOOR PLAN & RISER

Fire Protection
F001 FIRE PROTECTION DESIGN CRITERIA
F002 FIRE PROTECTION SITE PLAN
F100 FIRE PROTECTION PLAN

Electrical

E0.1  General Notes and Legends
E2.0 SITE LIGHTING PLAN
E3.0 POWER PLAN
E3.1 HVAC POWER PLAN
E4.0 LIGHTING PLAN
E4.1 LIGHT FIXTURE SCHEDULE
E5.0 AUXIALRY SYSTEMS
E5.1 FIRE ALARM RISER
E6.0 ONE-LINE DIAGRAMS
E7.0 DETAILS
E7.1 DETAILS
E7.2 NOT USED
E7.3 DETAIL SHEET
E8.0 CALCULATIONS
E9.0 PANEL BOARD SCHEDULES

Business
6,257 SF of Buisness Space
1 Person per 150 SF
6,257/150 = 42 Occupants

Residential (R2)
2,708 SF of Residential Space
1 Person per 200 SF
2,708/200 = 14 Occupants

ALLOWABLE BUILDING HEIGHT AND AREA (FBC-CH 5):

Group B Occupancy, Sprinkled:
Allowable Height - 3 Stories
Height of Building - 2 Stories
Allowable Area - 14,000 SF
Group B Area - 7,471   SF

Group R2 Occupancy, Sprinkled:
Allowable Height - 3 Stories
Height of Building - 2 Stories
Allowable Area - 12,000 SF
Group B Area - 3,776   SF

Civil
C001 INDEX
C101 EXISTING CONDITIONS
C201 DEMOLITION & EROSION PLANS
C301 SITE PLAN
C401 GRADING PLAN
C501 DRAINAGE & UTILITY PLAN
C801 DETAILS
C802 DETAILS
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ABBREVIATIONS (ARCHITECTURAL)

& And
Angle

@ At
Center Line
Channel
Diameter Round
Degrees

C Degrees Celsius
Degrees Fahrenheit

' Feet
> Greater Than
" Inches
< Less Than
...' Minutes (Plane Angle)
/ Per
% Percent

Perpendicular
+ Plus or Minus
# Pounds / Number
P Property Line / PlateL
..." Seconds (Plane Angle)

Square Feet
AmpereA,Amp
Anchor BoltA.B.
Above CeilingA.C.
Acoustic, AcousticalAcoust.
Air ConditionA/C
Alternating CurrentAC

CL

F

-

Asbestos Cement PipeA.C.
Air Conditioning UnitA.C.U.
Acoustic Ceiling TileA.C.T.
Access Door, Area DrainA.D.
AdjustableAdj
Automatic Door OperatorA.D.O.
Above Finish FloorA.F.F.
Air Handler, Access HatchA.H.
Alternate, AltitudeAlt.
AluminumAlum
Acoustical Lay-in PanelA.L.P.
AnodizedAnod.
Access Panel, Acoustical PanelA.P.
ApproximateApp.
ArchitecturalArch.
As ShownA.S.
AsphaltAsph.
Acoustic TileA.T.
AverageAVG

BinsB.
Bullentin BoardB.B.
Book CaseB.C.
BoardBD
BenchBE.
Board FeetBF
Bumper GuardB.G.
BituminousBitum.
BuildingBldg.
Block(ing)Blk(G)
Beam, Bench MarkBM.
BottomBtm
BearingBrg., Brng
British Thermal UnitsBTU
Built UpB.U.
Built-Up RoofingB.U.R.

CivilCiv.
Center to CenterC/C
Contractor Furnished / 
Contractor Installed

C.F.C.I.

Hundred Cubic FeetCCF
Closed Circuit TelevisionCCTV
CabinetCab.
ConcreteConc.
CementCem.
CeramicCer.
Cubic FootC.F.
Conductive FloorC.FL.
Cubic Foot Per MinuteCFM
Corner Guard, Center of GravityC.G.

Cast IronC.I.
Concrete In Place, Cast In Place ConcreteC.I.P.
Cast Iron Pipe
Control JointC.J.
ClosetCL.
Center LineC.L.
Clear GlassCL. GL.
CeilingClg.
ClosetClo.
Clear, ClearanceClr.
CentimeterCM
Concrete Masonry UnitC.M.U.
Conductive Neoprene LatexC.N.L.
CounterCntr
Cased Opening, Clean OutC.O.
ColumnCol.
CommonCom.
ConstructionConst.
ContinuousCont.
CoordinateCoord.
Corridor, CorrugatedCorr.
Concrete PlasterC.P.
CarpetCpt
Critical Path MethodCPM
Cycles Per SecondCPS
Cold RolledC.R.
Cup Sink, Clinical Sink, CountersunkC.S.
Hundred Square FeetC.S.F
Center Shaft WallC.S.W.
Ceramic TileC.T.
Ceramic Tile BaseC.T.B.
Ceramic Tile PanelC.T.P.
Counter, CenterCtr.
Copper Tube SizeCTS
CountersinkCtsk.
CubicCu
Conductive Vinyle Homogenous (Sheet)C.V.H.
Cold WaterC.W.
Cubic YardC.Y.

Deformed Bar AnchorD.B.A.
DoubleDbl.
DepartmentDept.
DetailDet.
Drinking FountainD.F.
DiameterDia.
Diagnal, DiagramDiag.
DimensionDim.
Ductile Iron PipeD.I.P.
DispenserDisp.
Division, DividedDiv.
Dead LoadD.L.
DownDn.
DamproofingDP
DoorDr.
DrawerDrwr.
DownspoutD.S.
Double Strength "B" Quality GlassD.B.S.
DetailDTL
Dumbwaiter, DishwasherD.W.
DrawingDwg
DrawingsDwg's
Drain Waste VentDWV

EastE.
EachEa.
Expansion BoltE.B.
Exposed ConcreteE.C.
Exposed Concrete BlockE.C.B.
Electronic Date ProcessingEDP
Exhaust FanE.F.
Exterior Insulation Finish SystemEIFS
Expansion JointE.J.

Electric(al)Elec.
ElevatorElev.
ElevationEl.
EmergencyEmerg.

Electrical PanelE.P.
Epoxy PaintEPY.
EqualEq., Eql.
EquipmentEquip.
EquivalentEquiv.
Elliptical Reinforced Concrete PipeE.R.S.P.
Exposed StructureE.S.
Each WayE.W.
Electric Water CoolerE.W.C
ExhaustExh.
ExistingExist.
Exposed, ExpansionExp.
Exterior, ExtrudedExt.

FahrenheitF.
Fire Apparatus ClosetF.A.C.
Fresh Air IntakeF.A.I
Face of BrickFOB
Furring ChannelF.C.
Fan Coil UnitF.C.U.
Floor DrainF.D.
FoundationFdn
Fire Department Valve CabinetF.D.V.C.
Fire ExtinguisherF.E.
Fire Extinguisher CabinetF.E.C
Finish FloorF.F.
Finish Floor ElevationF.F.E
Fixed Glass, Floor GrateF.G.
Flat Head, Flush Head, Fire HydrantF.H.
Fire Hose CabinetF.H.C
Fire Hose & Extinguisher CabinetF.H.&E.C.
Flat Head Metal ScrewF.H.M.S
Fire Hose RackF.H.R.
Film IlluminatorF.I.
FigureFig.
FinishFin.
FloorFl., Flr.
FluorescentFluor.
Face of StudsF.O.S.
Fire Partition, Fire ProtectionF.P.
Fire Rated, Fire RiserF.R.
FrameFr.
Fiber Reinforced PolyesterF.R.P.
Floor Sink, Full SizeF.S.
Flexible Sheet Roofing SystemF.S.R.S.
Foot, FeetFt.
FootingFtg.
FurringFurr.
FutureFut.
Full Weight PartitionF.W.P.
Full Weight PartitionF.W.P.

GasG
GaugeGa.
GalvanizedGalv.
Grab BarG.B.
General ContractorG.C.
Gypsum DeckG.D.
GeneratorGen.
GeneralGenl.
Glass, GlazingGl
Galvanized MetalG.M.
Galvanized Metal LathG.M.L
Galvanized Metal StudsG.M.S
Glazed Masonry UnitG.M.U
Gallons Per HourGPH
Gallons Per MinuteGPM
GradeGr.
Glass Reinforced ConcreteG.R.C
Gypsum SheathingG.S.
Galvanized Steel PipeG.S.P
Gypsum WallboardG.W.B.
GypsumGyp.

HeightH., Ht
Hose BibbH.B
HardboardHbd
Hollow CoreH.C.

Headed Concrete AnchorH.C.A
HandicappedH/C
HardwareHdwr., Hw.
Hollow MetalH.M.
HorizontalHoriz.
High Point, Horse Power, Heat PumpH.P.
Hand RailH.R.
HourHr.
Health & Rehabilitative ServicesH.R.S
Heat StrengthenedH.S.
HeatingHtg.
Heat Seamed Soild VinylH.V.
Heating, Ventilation, & Air ConditioningH.V.A.C
Hot WaterH.W.
Hertz (Cycles Per Second)Hz.

Inside DiameterI.D.
InchIn.
Include, InclusiveIncl.
InsulationInsul.
InteriorInt., Intr
InvertInv.
Isolation PanelI.P.
Inside Pipe SizeI.P.S
Iron Pipe SizeIPS
Isolation TransformerI.T.
Indoor/Outdoor CarpetI/O Cpt.

JanitorJan.
Junction BoxJ.B.
JoistJst.
JoistJt

Kitchen EquipmentK.E
Kneene's CementK.C.
KitchenKit., K
Knock OutK.O.
Kick PlateK.P.
Knee SpaceK.S.

Ladder, Length, LandscapingL
LaboratoryLab.
LaminateLam.
LatitudeLat.
LavatoryLav.
LabelLbl.
PoundsLb, Lbs
Laundry ChuteL.C.
Linear FeetL.F.
LongLg
Left HandL.H.
LinenLin.
LockerLkr.
Lead-Lined, Live LoadL.L
Lead Lined DoorL.L.D
Light Pole, Low PointL.P
Light Proof DoorL.P.D
Light Proof ShadeL.P.S
LocationLoc.
Louver, LouveredLouv.
LightLt.
LightingLtg.
LightweightLtwt.

ThousandsM.
MasonryMas.
MaterialMat.
MaximumMax.
Machine Bolt, Marker BoardM.B.
Metal Building, ManufacturerM.B.M.
Medicine CabinetM.C.
Metal Cased OpeningM.C.O
Metal Divider StripM.D.S
Mechanic(al)Mech.
MediumMed.
MemeberMemb.
MetalMtl.
MezzanineMezz.
Manufactured, ManufactureMfd., Mfg

ManufacturerMfgr.
ManholeMh.
Manhour(s)M/Hr.
MegahertzMH
MillimeterMil.
Minimum, MinuteMin.
MirrorMir.
MiscellaneousMisc.
Moulding, MoldingMldg.
Mean Low WaterM.L.W
Material Not in ContractM.N.I.C
Masonry OpeningM.O.
ModifiedMod.
More or LessM.O.L
MonumentMon.
Movable PartitionM.P.
Miles Per HourMPH
Moisture ResistantM.R.
Metal Stud, Metal Stair, Machine ScrewM.S.
Mean Sea LevelM.S.L
Metal ThresholdM.T.
MountedMtd
Masonry Wall ReinforcingM.W.R
MaterialMt'l
MullionMull.
MegavoltMv
MegawattMw

New(N)
NorthN.
Not In ContractN.I.C
Neoprene LatexN.L
NumberNo.
NominalNom.
Noise Reduction (Coefficient)N.R.(C)
Not to ScaleN.T.S

Diameter, RoundO
ObscureObs.
OverallOa.
Owner Furnished / Contractor InstalledO.F.C.I
On Center (Horizontally / Vertically)O.C. (H/V)
Outside Dimension, Overall DimensionO.D.
Outside Diameter
OfficeOff.
Opposite Hand, Oval Head, Over HeadO.H.
Owner Furnished / Owner InstalledO.O
OpeningOpg.
OppositeOpp.
Observation WindowO.W
OunceOz

Plate, Property LinePl
Plumbing (Fixture)P(f)
ParallelPar.
Partition(s)Part.
Precast ConcreteP.C.C
Pounds Per Cubic FootP.C.F
Pan HeadP.H
PilasterPil.
Plaster, PlasticPlas.
Plastic LaminatePlas. Lam.
Pounds Per Lineal FootP.L.F
PlywoodPlywd.
PanelPnl.
PolishedPol.
PortablePort.
Power PoleP.P.
Polished Plate GlassP.P.G
PairPr.
PrestressedPrestr.
Power Roof VentilatorP.R.V
Pipe SpaceP.S
Pounds Per Square FootP.S.F
Pounds Per Square InchesP.S.I
Pressure Treated, Pneumatic TubeP.T
Paint. PointPt
Paper Towel DispenserP.T.D

PaintedPtd
Polyvinyl Chloride, 
Polyvinyl Chloride Pipe

P.V.C

PavementPvmt.
Pass WindowP.W.

Quarry TileQ.T
QuaterQtr.
Relocated Item(R)
Riser, RadiusR
Return AirR.A.
RadiusRad.
Rubber BaseR.B.
Runner ChannelR.C.
Reinforced Concrete PipeR.C.P
Roof DrainR.D.
Relative ToRe.
ReceptacleRecep.
ReceptionRecp.
ReferenceRef.
RefrigeratorRfg.
Reglet, RegisterReg.
Reinforcing(ed)Reinf.
RequiredReq'd
ResilientRes.
Reverse, Revised (sion)Rev.
Round Head, Robe Hook, 
Right Hand,Roof Hatch

R.H.

RackRk.
Roof Ladder, Rain LeaderR.L
RoomRm.
Rough OpeningR.O
Right of WayR.O.W
Retractable PartitionR.P
Revolutions Per MinutesRPM
Rest RoomR.R.
Roof ScuttleR.S

SecondSec.
Self & RodS&R
South , Similar, StructuralS.
Sound Attenuation BlanketS.A.B
SanitarySan.
Suspended Acoustical TileS.A.T
Shower BenchS.B
Standard Building CodeS.B.C
Special Coating, Solid CoreS.C
ScheduleSched.
ScreenScrn.
Spinal Cord InjuryS.C.I
Shower Curtain RodS.C.R
Solid Core WoodS.C.W.
Soap Dish, Storm DrainS.D
SealantSeal.
SectionSect.
ServiceServ.
Square FeetS.F
Square Feet Contract AreaS.F.C.A
Structural Fcing Tile UnitS.F.T.U
Shelving, ShelfSh., Shl.
SheathingShthg.
SimilarSim.
Ships LadderS.L
Sheet MetalS.M.
Sheet Metal ScrewS.M.S
Space(s)Sp.
Sound Proof DoorS.P.D
Specification(s)Spec.(s)
SquareSq.
Square FeetSq.Ft.
Square HeadSq.Hd.
Square InchSq.In.
Square YardSq.Yd.
Stainless SteelS.S
Sanitary SewerS/S
StationSta.

StandardStd.
SteelStl.
StorageStor.
StructutralStruct.
Suspend(ed)Susp.
Storm WaterS.W

TitleT.
TableTa.
Toggle Bolt, Towel BarT.B
Top & BottomT.& B.
TelephoneTel.
Tempered, TemperatureTemp.
TerrazzoTerr.
Tongue & GrooveT&G
Truss HeadT.H
Thick(ness)Thk.
ThresholdThres.
ThroughThru.
Top Of ConcreteT.O.C
ToiletToil.
Top of Steel, Slab or StructureT.O.S
Toilet Paper DispenserT.P.D
Toilet Paper HolderT.P.H
TreadTr.
TreatmentTreat.
ThinsetTs.
Terrazzo Tile Resinous MatrixT.T
TelevisionTV
TypicalTyp.

UndercutUc.

Recessed Soap DishR.S.D

Unless Noted OtherwiseU.N.O
UrinalUr.
Urinal ScreenU.S
UtilityUtil.

VoltV.
Veterans AdministrationV.A
Vinyl BaseV.B.
Vinyl Composition TileV.C.T
Vertical(ly)Vert.
VestibuleVest.
Vinyl HomogenousV.H.
Verify In FieldV.I.F
Veneer PlasterV.P
Vent Throuh RoofV.T.R
Vinyl Transition StripV.T.S
VinylVin.
Vinyl WallcoveringV.W.C
Verify With EquipmentV.W.E

WaterWa.
West, Width, Wall Fabric, WattW.
WithW/
WainscotWains.
Wall Bumper GuardW.B.
Water ClosetW.C.
WheelchairW/C
Wood Cased OpeningW.C.O
WoodWd.
Window DimensionW.D
WindowWDW
Wide Flange BeamW.F
Water HeaterW.H
Wrought IronW.I
Water MeterW.M
Where OccursW.O
WithoutW/O
Waterproof(ing)W.P
Waste ReceptacleW.R
Wood ScrewW.S
WeightWt.
WaterWtr.
Welded Wire FabricW.W.F
Welded Wire MeshW.W.M

YardYd.
YearYr.

Pre-Engineered Metal BuildingPEMB
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GENERATOR PAD

NEW EMS FACILITY

PARKING CAPACITY
14 CARS

NEW ROAD

STORM WATER PONDEOC FACILITY FUTURE PUBLIC
SAFETY FACILITY

JOE ADAMS ROAD

PROPERTY LINE

EASEMENT
60' - 0"

FUTURE BAYS

14' - 3"

Area not to be disturbed
during construction.

Lift Station
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The Drawings, Specifications and other documents prepared by 
Clemons, Rutherford & Associates, Inc. (CRA) for this Project 
are instruments of CRA for use solely with respect to this Project 
and, unless otherwise provided, CRA shall be deemed the author 
of these documents and shall retain all common law, statutory 
and other reserved rights, including the copyright. The Owner 
shall be permitted to retain copies, including reproducible copies, 
of CRA's Drawings, Specifications and other documents for 
information and reference in connection with the Owner's use 
and occupancy of the Project. CRA's Drawings, Specifications or 
other documents shall not be used by the Owner or others on 
other projects, for documents shall not be used by the Owner or 
others on other projects, for additions to this Project or for 
completion of this Project by others, unless the Architect is 
adjudged to be in default under this Agreement, except by 
agreement in writing and with appropriate compensation to CRA.
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DW

DN

36 Egress Width and Direction

Exit Light & Direction

F

FACP

Fire Alarm Horn

Fire Alarm Control Panel

Fire Extinguisher Cabinet (F.E.C.)

Travel Path End

125'-6 1/2" Travel Distance

Travel Path Begin

1 Hour Rated Partition

Smoke Detector

F Visual Signaling Device

Visual Signaling DeviceF

Fire Alarm Door opening 
Device

1 Hour Rated/ Smoke Partition

Emergency 
Lighting

Fire Extinguisher-Wall Mounted 
(F.E.C.)

Smoke Partition

Life Safety Legend

Rated Tunnel
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1.  All fire AND/OR smoke partitions shall be effectively and permanently indentified
with stenciling above and decorative ceiling AND/OR in concealed spaces, with letters a 
minimum of two (2) inches high on a contrasting background spaced a maximum of twelve
(12) feet on center with a minimum of one oer wall or barrier.  The hourly fire rating shall be
included on all rated barrier or walls.  Required wording (_) hour fire and smoke partition-
protect all openings.
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100% Review Documents

Design Development

Schematic Design
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12/16/24

7/31/24

6/25/24
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Scale: 1/8" = 1'-0"LS1.1
Life Safety Plan - First Floor1

Scale: 1 1/2" = 1'-0"LS1.1
Rated Wall Detail - A2

Scale: 1 1/2" = 1'-0"LS1.1
Rated Wall Detail - B3

Scale: 1 1/2" = 1'-0"LS1.1
Rated Wall Details -C4

Scale: 1/2" = 1'-0"LS1.1
Rated Tunnel Detail5

LIFE SAFETY EXIT CALCULATIONS

Occupant Load
Exit Capacity Required

Level

Sprinklered  0.2 (FBC 1005.3.2)

Exit Capacity Provided

Level

Sprinklered

Total

56 occupants x 0.2 = 11.2 96

Total Occupant Load: 42+14= 56 Exit Capacity Required: 12 Inches Total Exit Width Provided: 96 Inches

(Minimum Width in Inches) (In Inches)

Occupancy Classification

96

Business 6,257sf /150 = 42 Occupants

OCCUPANT LOAD CALCULATIONS:

Business (B) 
6,257 SF of Business Space
1 Person per 150 SF (Per FBC Table 1004.5)
6,257/150 = 42 Occupants

Residential(R2) 
2,708 SF of Business Space
1 Person per 200 SF (Per FBC Table 1004.5)
2,708/200 = 14 Occupants

Exist Access Travel Distance:
Business (B) (Sprinklered) = 300'
Residential (R2) (Sprinklered) = 250'

Travel Distance-1 = 60'-4" 60'-4"<300'
Travel Distance-2 = 72'-5' 72'-5"<300'
Travel Distance-3 = 63'-1" 63'-1"<250'
Travel Distance-3 = 65'-0" 63'-1"<250'

Residential 2,708sf /200 = 14 Occupants

# Description Date
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Exterior Wall Column Detail - 33
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Floor Plan Detail - B2
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Toilet Accessories

TA-# Type

TA-1 36" Grab Bar
TA-2 42" Grab Bar
TA-3 <varies>
TA-4 Surface Mounted Paper Towel Dispenser
TA-5 Surface Mounted Multi-Roll Toilet Tissue Dispenser
TA-6 Wall Mounted Soap Dispenser
TA-8 Shower Seat

Scale: 1/4" = 1'-0"A5.0
Enlarged Plan - Rooms 116 &1171

Scale: 1/4" = 1'-0"A5.0
Enlarged Plan - Rooms 123 &1262

Scale: 1/4" = 1'-0"A5.0
Enlarged Plan - Room 1203

Scale: 1/4" = 1'-0"A5.0
Enlarged Plan - Rooms A105, A106, & A1074
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PORCELAIN TILE - PT
MFR: TRINITY TILE
STYLE: ARGONITE
COLOR 1: BLUE, MATTE

(FLOOR TILE IN RESTROOMS - 12" X 12")
COLOR 2: GREY, MATTE

(WALL TILE - 12" X 12")
COLOR 3: GREEN, MATTE

(ACCENT WALL TILE - 12" X 24")
GROUT:  MAPEI 
    TBD (WALLS)
    CHARCOAL,47  (FLOORS)

LUXURY VINYL TILE - LVT
MFR:  CENTIVA
STYLE:  EVENT
SERIES:  WOOD
COLOR:  HARVEST OAK, EHP 3352 

PLASTIC LAMINATE
MFR:  WILSONANT

COLOR:  SHAKER CHERRY, 7935-38
 (CABINETS)

PVC EDGE BANDING:  
 CHARTER INDUSTRIES -
 SHAKER CHERRY

PAINT - P
MFR:  SHERWIN WILLIAMS

COLOR-1: DORIAN GRAY, 7017
(WALLS - TYPICAL)  

COLOR 2:   REPOSE GRAY, 7015
  (WALLS - RESTROOMS, ELEC.
& MECHANICAL ROOMS

COLOR 3:  GRIZZLE GRAY, 7068
  (HOLLOW METAL WINDOW & 
DOOR FRAMES)

COLOR-4:  RUSTIC RED, 7593
  (ACCENT PAINT)

COLOR-5:  SANTORINI BLUE, 7607
  (ACCENT PAINT)

COLOR-6:  MEDITERRANEAN, 7617
  (ACCENT PAINT)

COLOR-7:  ELDER WHITE, 7014
  (GWB CEILINGS)

SOLID SURFACE 
MFR:  LG HIMACS
COLOR:  COSMOS
    (COUNTERTOPS & WINDOW SILLS)

WOOD DOORS
MFR:  MARSHFIELD
SPECIES:  NATURAL ROTARY BIRCH
COLOR:  ESPRESSO, 42-95

RESILIENT BASE -RB
MFR:  FLEXCO
COLOR:  UMBER, 078

COLOR LEGEND

TRANSITION STRIPS
MFR:  FLEXCO
COLOR:  UMBER, 078 

1)  All floor finishes shall be Class 1.

2)  All ceiling and wall finishes shall be Class A.

3)  See reflected ceiling plan for ceiling finishes and heights.

4)  Provide a metal transition strip between Carpet and Resilient 
        Tile or Vinyl Wood Flooring equal to Flexco #167.

5) Provide a metal transition strip between Porcelain Tile and 
        Resilient Tile or Vinyl Wood Flooring equal to Schluter 
        RENO-U in adnodized aluminum.

6)  Provide a metal transition strip between Porcelain Tile and 
        Carpet equal to Schluter RENO-TK in adnodized aluminum.

7)  Provide a 72" high wainscot of Porcelain Tile on all restroom
     walls.  See wall tile pattern.
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Finish Legend

CONC Concrete
CPT Carpet
EP Epoxy Paint
FRWS Fiberglass Reinforced Wall

System
GWB Gypsum Wall Board
LVT Luxury Vinyl Tile
P Paint
PT Porcelain Tile
RAF Resilient Athletic Flooring
RB Resilient Base
RFL Resinous Flooring
RT Resilient Tile
RUB Rubber Flooring
SC Sealed Concrete
SPC Special Coatings for

Concrete

Scale: 6" = 1'-0"A6.0
Room Signage3

Scale: 1/8" = 1'-0"A6.0
Finish Floor Plan1

Scale: 1/8" = 1'-0"A6.0
Alternate-1-Finish Plan2
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3/4" moisture resistant construction 
with base as scheduled

1 
1/

4"

3/4" construction with plastic laminate 
and 3 mm pvc edge banding

3/4" construction adjustable shelf 
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Drawers- 3/4" face with plastic laminate and 
3mm pvc edge banding, 1/2" sides, 
bottom and back and drawer slides

Unless noted
otherwise

3/4" construction with 1/2" solid 
surfacing and 1 1/4" built-up front edge

base as scheduled

1 
1/

4"

2' - 0 1/4"
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- 1
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7/

8"

1/
2"

3/4" construction with
plastic laminate and 3mm pvc
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3/4" construction with
1/2" solid surfacing and
1 1/4" built up front edge

3' -
 0"

4"

2'-4
" C

lea
r

4 1
/4"

Plastic Laminate on 3/4" 
Diag. Bracing

4" Backsplash

Plywood Bracing @ 2' O.C.

3/4" construction with 1/2" solid 
surfacing and 1 1/4" built-up front edge 

w/ sink cut out where indicated on 
architectural drawings - coordinate w/ 

plumbing drawings

3/4" construction with 
plastic laminate

3/4" construction with 
plastic laminate and 
3 mm pvc edge banding

3/4" construction with 
plastic laminate 

1/2" construction back 
with 1" x 4" blocking1/

8"

1' - 0"

2' 
- 5

 3
/4

"

2' 
- 6

"

Ceiling

3/4" adjustable shelf

CONFERENCE
ROOM

111 Solid Surface Countertop

Wall Mounted Cabinets

Base Cabinets

W1
2' - 9"

W1
2' - 6"

W1
2' - 6"

W1
2' - 9"

B1
2' - 9"

B1
2' - 6"

B1
2' - 6"

B1
2' - 9"

FILING RM.
103Solid Surface Countertop

Wall Mounted Cabinets

Base Cabinets

W1
3' - 0"

W1
3' - 0"

W1
3' - 0"

W1
3' - 0"

B1
3' - 0"

B1
3' - 0"

B1
3' - 0"

B1
3' - 0"

FISCAL ASST.
101

B1
4' - 0"

B1
4' - 0"

B2
4' - 0" 2' - 3"

B1
3' - 0"

W1
2' - 6"

W1
2' - 6"

W1
2' - 6"

W1
2' - 9"

2' -
 6"

1' -
 8 1

/2"
2' -

 11
 1/2

"

KITCHEN
118

Refrigerators (NIC)

Dishwasher
(NIC)

Solid Surface Countertop

Wall Mounted Cabinets

Base Cabinets

B1
2' - 6"

B1
2' - 6"

B1
2' - 6" 2' - 8"

B1
2' - 6"

B1
1' - 3"

W1
2' - 6"

W1
2' - 8"

W1
2' - 6"

W1
2' - 3"

1' -
 8 1

/2"
2' -

 11
 1/2

"
2' -

 6"

Solid Surface Countertop

Wall Mounted Cabinets

Base Cabinets

Range (NIC)

W1
2' - 6"

W1
2' - 6"

W - Wall Cabinet, No Valance
WV - Wall Cabinet, with Task 
Light Valance
B - Base Cabinet
S - Shelving
T - Tall Cabinet
F - Filler Panel

Model Number (see specification section 124000)
Casework Type (see typical casework elevations)
Casework Size (Width x Height x Depth)

B11
243521

Model #

1)  Contractor shall field verify all dimensions prior to 
        millwork fabrication.

2)  Shop drawings shall include fully dimensioned and 
        detailed elevations for architect / owner's review.

3)  Provide plastic laminate on all exposed and 
        semi-exposed surfaces.

4)  Refer to interior elevation key for designations.

  Interior Elevation Key Plan

5)   Contractor to coordinate all appliance and 
        equipment sizes with owner prior to fabrication 
        of millwork.

A101 1B

1A

1C

1D

Millwork Notes

Scale: 3/4" = 1'-0"A6.1
B1 Base Cabinet Detail6

Scale: 3/4" = 1'-0"A6.1
B2 Base Cabinet w/ Sink7

Scale: 3/4" = 1'-0"A6.1
W1 Wall Cabinet Detail8

Scale: 3/4" = 1'-0"A6.1
Vanity Section9

Scale: 3/4" = 1'-0"
Casework Legend
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Scale: 3/4" = 1'-0"A6.1
Interior Elev. - RM 1111

Scale: 3/4" = 1'-0"A6.1
Interior Elev. - RM1032 Scale: 3/4" = 1'-0"A6.1

Interior Elev. - RM1013

Scale: 3/4" = 1'-0"A6.1
Interior Elev. - RM1184

Scale: 3/4" = 1'-0"A6.1
Interior Elev. - RM118A5
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Alum.       Aluminum
Anod.       Anodized
AP            Access Panel
CO           Cased Opening
HM           Hollow Metal
PT            Paint
PR           Pair of Doors
SC           Solid Core
ST            Stain
WD          Wood
20 C         20 Min Certified Door & Frame Assembly
20 M         20 Min Fire Rated Door and Frame Assembly
B Label    1-1/2" Hour Fire Rated Door & Frame Assembly
C-Label    45 Min. Fire Rated Door & Frame Assembly
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Door Schedule Legend
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Exterior HM Door Details2
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Storefront Door Detail4
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Interior Door Detail1
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Door & Window Types
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Finished Floor1
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Ceiling Transition2
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