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FIELD DATE: 02/02/2026
DESCRIPTION NORTHING EASTING ELEV. (NAVD 1988)
S1 FOUND N.G.S. MONUMENT "W 290" 442387.93' (F) 1605525.86" (F) 32.43" (PUBLISHED) DRAWN BY: AF
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TEMPORARY SITE CONTROL POINTS:
DESCRIPTION NORTHING EASTING ELEV. (NAVD 1988)

T1  SET 5/8" CAPPED IRON ROD L.B. 8011 440839.45° 1607537.67° 36.60’
T2 SET 5/8" CAPPED IRON ROD L.B. 8011 440433.46° 1607501.37° 34.55’

SURVEYOR'S NOTES:
1.

THIS SURVEY IS REFERENCED TO FLORIDA STATE PLANE COORDINATES, NORTH ZONE,
NAD 1983/2011, U.S. SURVEY FEET.

2. VERTICAL DATUM SHOWN HEREON IS REFERENCED TO NORTH AMERICAN VERTICAL
DATUM OF 1988 (NAVD88), PER N.G.S. CONTROL POINT "W 290"

S.  THIS SURVEY, MAP, AND REPORT IS NOT VALID WITHOUT THE SIGNATURE AND
ORIGINAL SEAL OF A FLORIDA LICENSED SURVEYOR AND MAPPER. ADDITIONS OR
DELETIONS TO SURVEY MAPS OR REPORTS BY OTHER THAN THE SIGNING PARTY OR
PARTIES IS PROHIBITED WITHOUT WRITTEN CONSENT OF THE SIGNING PARTY OR
PARTIES.

4. NO ATTEMPT HAS BEEN MADE BY DEWBERRY ENGINEERS INC. TO LOCATE OR
DETERMINE UNDERGROUND UTILITIES, UTILITY LINES, FOUNDATIONS, OR OTHER
UNDERGROUND STRUCTURES, EXCEPT AS SHOWN.

5. FLOOD NOTE: BY GRAPHIC PLOTTING ONLY; THE PROPERTY SHOWN HEREON LIES IN
ZONE X" AS PER THE F.E.M.A FLOOD INSURANCE RATE MAP No. 12005C0334J FOR
BAY COUNTY, FLORIDA; SEE COMMUNITY PANEL No. 120004; WHICH BEARS A REVISED
DATE OF 10/24/2024.
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FIRE EXTINGUISHERS

FBC 06 2 REQUIRED / 4 PROVIDED

FLORDA BULDING CCDE, BUILDING (FBC-B)
FLORDA BULDING CODE, ACCESSIBILITY (FBC-A)
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FLORDA BULDING CODE, ENERGY CONSERVATION
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NATICNAL ELECTRICAL CODE (NEC)
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T 2'x4' EMERGENCY FLOURECENT FIXTURE

I'x4' EMERGENCY FLOURECENT FIXTURE

@ EXIT LIGHT FIXTURE

(O eMoke DETECTOR
(O HEAT DETECTOR
[ ] MANUAL PULL STATION

[ Kl FIRE ALARM SPEAKER/STROBE
FACP. FIRE ALARM CONTROL PANEL
FAA FIRE ALARM ANNUCIATOR PANEL
FAVEP. FIRE ALARM VOICE EVACUATION PANEL
GYM  SPACE NAME

I SPACE NUMBER
88F-| SQUARE FOOTAGE

0.L.=29 OCCUPANCY LOAD PER TABLE 1004l
(1) OCCUPANT PER 50 GSF

SEMI-RECESSED FIRE EXTINGUISHER
BRACKET MOUNTED FIRE EXTINGUISHER

é PRIMARY EGRESS

I%> SECONDARY EGRESS

PATH OF TRAVEL

NOTES

1. THIS BUILDING DOES "NOT" REQUIRE APPROVED AUTOMATIC
SPRINKLER SYSTEM IN ACCORDANCE WITH FBC 9232311

2. THIS LIFE SAFETY FPLAN 1S PROVIDED FOR REVIEW ONLY.
SEE PLANS ¢ SPECIFICATIONS FOR COMPLETE SCOPE
AND REQUIREMENTS OF SYSTEMS AND CONSTRUCTION.

3.NOT ALL LEGEND SYMBOLS MAY BE USED. SEE PLAN

4. 6EE MEP ¢ FP DOCUMENTS FOR ADDITIONAL INFORMATION
ON SYSTEMS REQUIREMENTS AND SCOPE.

5. 6EE INDEX SHEET FOR ALL CODE REQUIREMENTS.

REVISIONS

NO. | DESCRIPTION DRAUN CHECKED DATE
PHASE DRAUN | CHECKED | DATE
8CHEMATIC DESIGN MAY éLe | lo/mn/2s
DESIGN DEVELOPMENT MAY éLB 119/26
CONSTRUCTION DOCUMENTS MAY éLB 4/3/20
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DEVICE LOCATION IS IN CONFLICT WITH ARCHITECTURAL FEATURES
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GENERAL DOOR NOTES:

. ALL HOLOW METAL DOORS AND FRAMES SHALL BE
HOT-DIP GALYANIZED AND FACTORY PRIMED.

2. ALL RELATED DOORS SHALL BE EQUIPPED WITH RATED
CLOSURES ¢ LOUVERS.

3. DOOR LOUVERS SHALL BE HEAVY DUTY, SIGHT PROCF,
WITH YANDAL RESISTANT FASTENERS.

4. CONTRACTOR SHALL CONDUCT HARDWARE KEYING
CONFERENCE AS SPECIFIED.

5. MAINTENANCE DEPT. OF BAY DISTRICT SCHOOLS,
SCHOOL PRINCIPAL, AND ASSISTANT PRINCIFPAL
SHALL BE INCLUDED IN CONFERENCE (REF. LINE #4).

6. CONTRACTOR SHALL BE RESPONSIBLE FOR RETURNING
CONSTRUCTION (DOOR HARDWARE) CORES TO MFR
AND SHALL INSTALL FINAL DOOR HARDWARE CORES.

1. ALL LABELED DOORS SHALL BE EQUIPFED WITH RATED
WEATHERSTRIPPING. GLAZING IN RATED DOORS SHALL BE
1/4" WIRE-GLASS MINIMUM.

GLAZING TYPES:

IYPE IG-1:  SEALED INSULATING GLASS, SEE SPECIFICATIONS.
REVISIONS
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