
ADDENDUM NO. 01 - TC 

 
Date: March 31, 2026 Project No.: 25027 

 

Client:  Ruckel Properties, Inc.  

  

Project:  Deer Moss Creek – Town Center 

     

To: Bid Document Holders  

 

This Addendum forms a part of the Contract Documents and modifies the original 

Bidding Documents, dated 17 March 2026, as noted below. Acknowledge receipt of this 

Addendum in the space provided on the Bid Form. Failure to do so may subject Bidder to 

disqualification. 

 

This Addendum consists of two (2) pages and revised Sheets P001, P101A, P102A, P102B, 

P103A, P202A, P501, P901, P902, E300, E301 and E701.  

 

CHANGES TO THE PROJECT MANUAL 

1. Section 007300 – SUPPLEMENTARY CONDITIONS 

A. Article 9.11 Damages – Delete in its entirety. 

CHANGES TO THE DRAWINGS 

2. Sheet P-001 – PLUMBING NOTES, LEGEND & ABBREVIATIONS 

A. Revised waste connection sizes in plumbing fixture schedule. 

B. Added general note #13 in the general notes section. 

 

3. Sheet P-101A – PARTIAL FIRST FLOOR PLAN A - WASTE 

A. Shifted floor drains in mechanical rooms.  

 

4. Sheet P-102A – PARTIAL FIRST FLOOR PLAN B - WASTE 

A. Shifted floor drains in mechanical rooms.  

B. Revised sheet note #4 in sheet notes. 

C. Shifted vertical sanitary waste pipe routed down from Suite 2D.  

 

5. Sheet P-102B – PARTIAL FIRST FLOOR PLAN B - WATER 

A. Added sheet note #5 in sheet notes. Provide full insulation on water piping 

through unconditioned ceiling space. 

 

6. Sheet P-103A – PARTIAL FIRST FLOOR PLAN C - WASTE 

A. Shifted floor drains in mechanical rooms.  

B. Revised sheet note #3 in sheet notes. 

 

7. Sheet P-202A – PARTIAL SECOND FLOOR PLAN B - WASTE 

A. Shifted vertical sanitary waste pipe routed down from suite 2d. 

 

8. Sheet P-501 – DETAILS 

A. Revised sump pump detail to show connection to sanitary waste piping 

and vertical wye fittings. 

B. Revised exterior cleanout detail to show two-way cleanout. 

 

9. Sheet P-901 – WASTE AND VENT RISER – PART 1 

A. Revised multiple waste and vent pipe sizes.  

 

 



Addendum No. 01 - TC 
Project No. 25027 

Page 2 of 2 

 

 NOELKER AND HULL ASSOCIATES, INC. 

10. Sheet P-902 – WASTE AND VENT RISER – PART 2 

A. Revised multiple waste and vent pipe sizes. 

 

11. Sheet E300 – FIRST FLOOR PLAN ELECTRICAL 

A. Added Fire Alarm System Tamper Switches for Tenant sprinkler isolation 

valves. 

B. Added Access Control Panel and corresponding circuit. 

12. Sheet E301 – SECOND FLOOR PLAN ELECTRICAL 

A. Added Fire Alarm System Tamper Switches for Tenant sprinkler isolation 

valves. 

13. Sheet E701 – PANEL SCHEDULES 

A. Added Circuit in Panel-HP for added Access Control Panel.  
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