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PROJECT: HCA Florida Gulf Coast Hospital – Callaway FSER  

 

ARCHITECT: HEREFORD DOOLEY ARCHITECTS ARCHITECT’S PROJECT NUMBER: 

 11 Lea Ave  225015.00 

 Suite 601 

 Nashville, Tennessee 37210 

 

OWNER: HCA 

 

THIS REVISION IS ISSUED TO ALERT ALL PARTIES OF CHANGES AND/OR SUPPLEMENTARY CLARIFICATION INFORMATION TO THE CONTRACT DOCUMENTS AS 

OUTLINED BELOW.  THE FOLLOWING ITEMS TAKE PRECEDENCE OVER REFERENCED PORTIONS OF THE CONTRACT DOCUMENTS AND IN EXECUTING A CONTRACT, 

SHALL BECOME A PART THEREOF.  WHERE ANY ITEM CALLED FOR IN THE DOCUMENTS IS SUPPLEMENTED HEREBY, THE ORIGINAL REQUIREMENTS SHALL REMAIN 

IN EFFECT.  ALL SUPPLEMENTED CONDITIONS SHALL BE CONSIDERED AS ADDED TO THERETO.  WHERE ANY ORIGINAL ITEM IS AMENDED, VOIDED OR SUPERSEDED 

HEREBY, THE PROVISIONS OF SUCH ITEMS NOT SO SPECIFICALLY AMENDED,  VOIDED,  OR  SUPERSEDED  SHALL  REMAIN  IN  EFFECT. 

 

 

CONSTRUCTION DOCUMENT DRAWING REVISIONS 

 

G000 - COVERSHEET 

1. Added Addendum 01 to Revisions 

2. Revised address 

 

G001 - SHEET INDEX & GENERAL INFORMATION 

1. Added Addendum 01 to Drawing Index 

 

G004 - ACCESSIBILITY INFORMATION 

1. Refer to Drawing 2/G004 

a. Updated FBC Accessibility reference to 2023 

 

G100 - LIFE SAFETY CODE DATA 

1. Revised Dead-End Corridors reference to Section 1020.5 

2. Revised Address Identification reference to Section 501.2 

3. Revised project location to Panama City and Bay County 

 

G101 - LIFE SAFETY PLAN 

1. Revise exterior light location above Door 164 

2. Added FEC symbol outside of Control and CT 
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A100 - SITE ORIENTATION PLAN & SIGNAGE 

1. Added Callout 5/A430 to Dumpster 

2. Added Callout 1/A430 to Generator Enclosure 

3. Revise north arrow  

 

A110 - FLOOR PLAN – NOTED 

1. Revised Listings. 

2. Added “BH = Behavioral Health” to room name definitions. 

3. Added keynote 22.10 to Mech, Toilets, P.O.C. 

4. Revised the section through Exam 5 window to be 2/A310. 

5. Added keynotes to show where the overflow leaders from roof drains are. 

6. Added window tags to all G.1 and G.2 windows. 

7. Revised windows tagged “F” to “F.1” or “F.2” to show which windows are spandrel. 

8. Added keynote 22.13 to Dictation.  

9. Revised window “E” to be two smaller windows. 

 

A120 - FLOOR PLAN – DIMENSION 

1. Added window tags to windows where they were missing. 

2. Added wall tag to Exam 2 (BH). 

3. Added wall tags to Diagnostic X-Ray and CT. 

4. Added dimension to Wheelchair Alcove. 

5. Revised window “E” to be two smaller windows. 

6. Added exterior dimensions between “E” windows and behind Women and Men Tlt. 

 

A150 - REFLECTED CEILING PLAN 

1. Added keynote 09.50 to Ambulance Vestibule and Entry Vestibule. 

 

A160 - ROOF PLAN 

1. Removed duplicate/incorrectly placed kickers. 

2. Added a spot elevation. 

 

A200 - EXTERIOR ELEVATIONS 

1. Revised exterior elevation view titles. 

2. Added Callout 4/A100 to Ambulance Sign. 

3. Added keynotes 22.03, 22.06, and 22.14. 

4. Added pattern marker M-1 to parapet caps. 

5. Revised window “E” to be two smaller windows. 

6. Added dimensions to canopies. 

7. Revised keynote 22.11 to read “22.14.” 
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A201 - EXTERIOR ELEVATIONS & MOCK-UP PANEL 

1. Revised parapet elevation titles. 

 

A310 - WALL SECTIONS 

1. Added dimensions. 

2. Added previously hidden bond beams. 

3. Added callouts. 

 

A311 - WALL SECTIONS 

1. Added previously hidden bond beam. 

2. Revised Exterior Wall Assembly tags. 

 

A312 - WALL SECTIONS 

1. Added previously hidden bond beams 

2. Added callouts 

3. Revised scheduled opening window type. 

 

A313 - WALL SECTIONS 

1. Revised callouts. 

 

A405 - ENLARGED BEHAVIORAL HEALTH EXAM 

1. Added equipment tag to bedside cart. 

 

A406 - ENLARGED P.O.C. 

1. Added Sheet. 

 

A600 - DOOR SCHEDULE 

1. Revised Door Schedule. 

 

A602 - INTERIOR DOOR & WINDOW DETAILS 

1. Added missing details to Drawings 4A and 4B. 

 

A610 - WINDOW SCHEDULE 

1. Added callouts to all windows. 

2. Revised window “E” to be two smaller windows. 

 

A700 - INTERIOR ELEVATIONS 

1. Added sheet wall protection to Receiving 108. 
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CIVIL DRAWINGS 

1. Refer to attached narrative and drawings 

 

INTERIOR DRAWINGS 

1. Refer to attached narrative and drawings 

 

ELECTRICAL DRAWINGS 

1. Refer to attached narrative and drawings 

 

ATTACHMENTS: 

1. Drawings: 

a. General: G000, G001, G004, G100, G101 

b. Civil: C5.0, C6.0, C7.0, C8.1, C8.2, L2.2, L6.0, L6.02, L7.0 

c. Architectural: A100, A110, A120, A150, A160, A200, A201, A310, A311, A312, A313, A405, A406, 

A600, A602, A610, A700 

d. Interiors: F0.1, F0.3, F1.1, F1.3, F1.5 

e. Electrical: ES01, ESL 

 

END OF ADDENDUM 01 
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June 12, 2026 

 
RE: Callaway FSER 
 Addendum 1 

 
The following are descriptions of revisions made to civil, landscape, and irrigation sheets 
associated with Addendum 01 

 
C5.0 – Site Layout Plan 

 Revising Crosswalk to typical crosswalk marking per FODT Access comment 
 Added one way sign within median of S.R. 30A/U.S. 98 per FDOT Access comment 
 Added Stop Sign at driveway entrance at 11th street per Bay County comment 

 
C6.0 – Grading and Drainage Plan 

 Culvert under driveway connection has been revised to include double pipes per 
Bay County Comment 

 Structure A4 Rim elevation has been revised in structure table per Bay County 
Comment 

 Location of MES H1 has been revised and grading around this headwall has 
been revised per Bay County Comment 

 Added Cleanouts along filter pipes per Bay County Comment 
 Added 45 degree bends to filter pipes per Bay County Comment 
 Added Filter System Depth Gauge per Bay County Comment 
 Added swale to East side of site to capture off-site drainage per FDOT Drainage 

comment 
 Revised pipe table per Bay County Comment 

 
C7.0 – Utility Plan 

 Revised Sewer Inverts and pipe slopes per Bay County Comment 
 Utility assemblies shifted slightly north per Bay County Comment 
 Gravity crossings revised per Bay County Comment 

 
C8.1 – Details 

 Added Doorway Clearances detail 
 Re-numbered Rip-Rap Detail 

C8.2– Details 
 Revised Side Bank Filter section detail per Bay County Comment 
 Added Pond Filter Cleanouts detail per Bay County Comment 
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L2.2 – Landscape Plan 
 Revised tree location based on outfall pipe relocation 

L6.0, L6.02 – Irrigation Plan 
 Irrigation updated based on landscape revision.  

L7.0 – Irrigation Schedule 
 Irrigation schedule updated based on irrigation revision.  

 
 

Best Regards,  

Catalyst Design Group  

Ian Anderson, PE 
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ADDENDUM 01 – CHANGE NARRATIVE 
 

TO:   HEREFORD DOOLEY ARCHITECTS 
 

ATTN: BRYAN SCHLOSSER, JACK WOJCICKI 

DATE: 16 APRIL 2026 

PROJECT NAME(S): CALLAWAY FREESTANDING EMERGENCY ROOM 

 

Clouded Changes: 

 
Sheet Number: F0.1 – FINISH MATERIAL SELECTIONS, GENERAL & FINISH NOTES 
- Wall Finishes updated to Coastal Scheme. 
- Casework Finishes updated to Coastal Scheme. 
- Flooring Finishes updated to Coastal Scheme. 
- Miscellaneous Finishes updated to Coastal Scheme. 
- Base/Trim Finishes updated to Coastal Scheme. 
- Wall Protection Finishes updated to Coastal Scheme. 
- Metal Trim Finishes updated to Coastal Scheme. 
- Flooring Transition Strip Finishes updated to Coastal Scheme. 

 
Sheet Number: F0.3 – ROOM SCHEDULE 
- Accent Wall finish removed and P1 finish added to main wall in Nurse Station, per facility request. 
- Equip Storage changed from LVT3 to LVT2 
- Hold down clip note added for ACT in Triage 142 for Negative Pressure 
- Meds changed from LVT3 to LVT2 
- Clean Supply changed from LVT3 to LVT2 
 
Sheet Number: F1.1 – FINISH PLAN 
- Accent Wall finish removed and P1 finish added to main wall in Nurse Station, per facility request. 
- Equip Storage changed from LVT3 to LVT2 
- Meds changed from LVT3 to LVT2 
- Clean Supply changed from LVT3 to LVT2 
- Shower Pan material changed to SS3 in Pat TLT 3 (A.I.I.)  
- Added additional window shade to Waiting 101 to accommodate window change. 
  
Sheet Number: F1.3 – FLOOR PATTERN PLAN 
- Coastal Floor Pattern added per scheme selection. 
  
Sheet Number: F1.5 – SIGNAGE PLAN 
- Updated Signage Plan and Signage Schedule to latest HCA standards. 
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Thank you and please contact me should you have any questions or concerns. 

 

SIGNED: Hannah Ash 
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ADDENDUM 1 
 
APRIL 16, 2026 
 
CALLAWAY FSER 
PANAMA CITY, FLORIDA 
 
ICT PROJECT NO. 2545-01863-00 
 
I. C. THOMASSON ASSOCIATES, INC. 
2950 KRAFT DRIVE 
NASHVILLE, TENNESSEE  37204 
 
 
This information forms a part of the contract documents and modifies the original documents dated 
February 13, 2026. 

ELECTRICAL 

Sheet ES01 

1. Updated lighting fixture locations to match updated photometrics plan. 

2. Removed lighting fixture at the plan-southwest corner to match updated photometrics plan. 

 

Sheet ESL 

1. Updated photometrics plan to display foot-candle values. 

2. Updated discrepant north arrow to match ES01. 

3. Relocated lighting arrangements to fulfill the foot-candle requirements at the property line. 

 

END OF ADDENDUM 1 
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